Harmonics and inter-harmonics compensation with active front-end converters based only on local voltage measurements
Tricoli, Pietro; D'Arco, Salvatore; Piegari, Luigi; Ochoa-Gimenez, Miguel

DOI:
10.1109/TIE.2016.2588462

License:
Other (please specify with Rights Statement)

Document Version
Peer reviewed version

Citation for published version (Harvard):

Link to publication on Research at Birmingham portal

Publisher Rights Statement:
© 2016 IEEE. Personal use of this material is permitted. Permission from IEEE must be obtained for all other users, including reprinting/republishing this material for advertising or promotional purposes, creating new collective works for resale or redistribution to servers or lists, or reuse of any copyrighted components of this work in other works.

General rights
Unless a licence is specified above, all rights (including copyright and moral rights) in this document are retained by the authors and/or the copyright holders. The express permission of the copyright holder must be obtained for any use of this material other than for purposes permitted by law.

+Users may freely distribute the URL that is used to identify this publication.
+Users may download and/or print one copy of the publication from the University of Birmingham research portal for the purpose of private study or non-commercial research.
+User may use extracts from the document in line with the concept of ‘fair dealing’ under the Copyright, Designs and Patents Act 1988 (3)
+Users may not further distribute the material nor use it for the purposes of commercial gain.

Where a licence is displayed above, please note the terms and conditions of the licence govern your use of this document.

When citing, please reference the published version.

Take down policy
While the University of Birmingham exercises care and attention in making items available there are rare occasions when an item has been uploaded in error or has been deemed to be commercially or otherwise sensitive.

If you believe that this is the case for this document, please contact UBIRA@lists.bham.ac.uk providing details and we will remove access to the work immediately and investigate.
Harmonics and Inter-Harmonics Compensation with Active Front-End Converters Based only on Local Voltage Measurements

Salvatore D’Arco, Miguel Ochoa-Gimenez, Luigi Piegari, Senior Member, IEEE and Pietro Tricoli, Member, IEEE

Abstract—The current grid codes for distribution networks impose on operators to provide ancillary services, like fault ride through capability and reactive power compensation. In this context, generating units with power electronics interfaces could offer as an additional service the active compensation for harmonic and inter-harmonic currents introduced by other converters or distorting loads. Typically, the converters of these generating units do not have information on the distortion of either other loads or of the grid current. Thus, this paper presents a control algorithm for grid harmonics and inter-harmonics compensation that relies only on the measurement of the voltage at the point of connection of the unit. The reference for the compensating current is calculated from the harmonic components of grid voltage in the synchronous reference frame. The paper also addresses the influence on the compensation performance of the line impedance between the generating unit and the point of connection. Experimental tests on a laboratory setup fully validate the proposed compensation method.

Index Terms—Active filters, distributed generation, inter-harmonic compensation, multiple-reference-frame.

I. INTRODUCTION

NOWADAYS grid-tie converters are widely used in industrial, commercial, and domestic applications. Examples include electrical drives, DC power supplies, uninterruptible power supplies, power conditioners and active front-end converters for renewable energy sources (RES) and storage devices. Although present standards impose limits on the magnitude of harmonic currents injected into the grid [1], a large number of power converters can distort the voltage at the point of common coupling (PCC), particularly for weak grids, like rural networks [2]-[3], or for resonant conditions [4]-[5]. In recent years, several European and American distribution system operators (DSO) have defined grid codes for the connection of distributed generators (DG) to the AC distribution networks [6]. In some countries, these codes have been developed specifically for the distribution networks, while in other countries they have been integrated with the grid codes for the connection to the transmission system. The grid codes of 7 countries and 2 standards (ENTSO-E and IEEE 1547) require grid-tie converters for RES to provide ancillary services [6]. Typical steady-state requirements are: frequency and voltage monitoring, active power control and reactive power control; typical transient requirements are: grid voltage support during disturbances, reactive current regulation for fast voltage control, inertia emulation, and damping.

Some of these ancillary services are mandatory while others are remunerated. The increasing level of the harmonic pollution suggests a future scenario where some DSOs could remunerate the harmonic filtering service. Therefore, RES with grid-tie converters operating at sufficiently high switching frequencies (5-10 kHz) could provide active filtering services and some examples of this have been already presented in the technical literature [7]-[8].

Active filtering decreases the maximum active power that can be generated by the RES. However, the power necessary for active filtering can be maintained at a very low level with an accurate design of the control and of the passive components. For example, in [9] the power usage of the active filter is about 1.5% of the nominal value. For the specific case of RES, the reduction of actual power generated might be negligible in practice, because RES operate at nominal power only for a limited period of time per day. For example, the typical capacity factor is about 12-15% for photovoltaic arrays and 20-40% for wind turbines [10]. When the converter does not operate at its nominal power, the active filtering service could be an extra source of income for DSOs at the price of...
additional operating losses. Moreover, this service could spare DSOs the installation of harmonic filters on the distribution network.

Grid-tie converters for RES providing filtering services operate in a way similar to active power filters (APFs), although they have a fundamental harmonic of the current that follows the active power generated by the RES. The basic principle of APFs was originally presented back in 1971 [11]. Since then, many different control schemes have been proposed to compensate for grid harmonics [12]. At the present state of the art, these schemes can be mainly classified into three different groups: methods based on the measurement of the instantaneous power, methods based on the measurement of the current and methods based on the measurement of the voltage at the PCC. The main disadvantage of the methods based on the measurement of power or current is that they cannot be used whenever the measurement of the source current is inaccessible or the loads are unidentified. In these cases, a control based on the measurement of the voltage at the PCC is preferable. This method draws on the basic consideration that a reduction of the voltage distortion at the PCC implies a reduction of the harmonic current of the grid [12]-[15]. In [15] the authors use the same principle but they compensate harmonics voltages of the grid by generating harmonic voltages with the active filter unit. The harmonic voltages to be generated are estimated by means of two possible methods, one iterative and one analytical based on the impedance of the grid. On the contrary, in the present paper, the voltage harmonics at the PCC are compensated injecting harmonic currents.

It is worth to note that if the voltage harmonics are not due to local non-linear loads but are present in the grid voltage, the power required for the compensation could exceed the available power of the converter. Thus, it would be necessary to estimate the grid impedance at a given frequency and to compensate only if this impedance is sufficiently high. The grid voltage harmonics can be discriminated by an on-line analysis of the spectrum of the impedance seen at the PCC [16]-[17]. However, in order to increase robustness, the control can be designed to not compensate or to compensate only partially the harmonics requiring too high power. As will be shown in the following, the control of each harmonic is based on a separated integral regulator. Thus, it is possible to limit the maximum action for each harmonic by introducing a saturation on each regulator. Moreover, if the saturation persists for a long time, the compensation of that harmonic can be stopped by setting to zero the corresponding regulator gain.

This paper proposes a method to compensate harmonics and inter-harmonics based on the measurement of the voltage directly at the terminals of the output-filter capacitors and not necessarily at the PCC. Therefore, the control is applicable also in case of RES far away from the PCC where the line impedance is not negligible. The effect of this line impedance connecting the converter to the PCC on the performances of the compensation is explicitly addressed.

The control is based on multiple reference frames (MRF) and includes an active damping for the mitigation of inter-harmonics, as proposed in [18]. The proposed control has been applied to a grid-tie converter for RES connected to a low voltage network with an ideal distorting load injecting harmonics and/or inter-harmonics. Experimental results on a laboratory setup have confirmed the validity of the theoretical methodology.
III. CONTROL SCHEME AND REFERENCE CASE STUDY

As Fig. 1 shows, the grid-tie converter of the RES is connected to the PCC through a LC filter and a power line with non-zero impedance. A polluter injecting current harmonics and inter-harmonics is also connected to the PCC. The distorted currents can have different profiles and produce different distorted voltages at the PCC. Besides, the harmonic content of the voltage at the PCC can be also increased if the grid voltage is distorted.

![Fig. 1. Single-phase equivalent scheme of the case study](image)

The model used to design this PI controller is:

\[
\begin{bmatrix}
I_{Ld}(s) \\
I_{Lq}(s)
\end{bmatrix} =
\begin{bmatrix}
P_{Ld}(s) & P_{Lq}(s) \\
P_{Lq}(s) & P_{Ld}(s)
\end{bmatrix}
\begin{bmatrix}
V_{d}(s) \\
V_{q}(s)
\end{bmatrix}
\]

(1)

where \(s\) is the Laplace-Transform variable, \(P_{Ld}(s) = P_{Lq}(s)\), \(P_{Lq}(s) = P_{Ld}(s)\), and subscripts \(d\) and \(q\) indicate the Park transformation axes. Capital letters (e.g., \(I_{Ld}\)) are used not only for the Laplace Transform of the time domain variables (e.g., \(i_{Ld}\)) but also for the transfer functions (e.g., \(P_{Ld}\)). The frequency response of \(P_{Ld}(s)\) is used to set the gains of the PI controller. As the model is symmetric, these gains will be the same for the \(q\) axis. This inner-current controller includes the well-known decoupling terms required to avoid the cross coupling between \(d\) and \(q\) axes [27]. The resulting closed-loop transfer function can be written as:

\[
F_{r1,d}(s) = \frac{I_{Ld}(s)}{I_{Ld}(s)} = \frac{P_{Ld}(s)C_d(s)}{1 + P_{Ld}(s)C_d(s)}
\]

(2)

where \(C_d(s)\) is the inner-current controller for the \(d\) axis.

It is worth to note that the output current of the converter and the grid current, respectively \(i_{Ld}\) and \(i_{pg}\), are not measured and that only \(i_{Ld}\) is measured for the inner control loop and for the protection of the converter itself. Implementing the proposed algorithm, the converter injects current harmonics to compensate voltage harmonics at the PCC.

The dc voltage on the bus capacitors has to be also actively controlled by means of the inverter connected to the grid. Indeed, this corresponds to ensuring the balance between the power supplied by the energy source connected on the dc bus and the power exchanged with the grid. The control of the dc voltage can be obtained acting on the first harmonic of the current and by means of a loopback chain on the square of the voltage as presented in [28].

B. Harmonic controller

An efficient multiple-reference-frame (EMRF) controller (see “b” in Fig. 2) whose implementation is described in [25]-[26], is used to compensate for the voltage harmonics at the PCC. MRF-based controllers can selectively treat each harmonic independently, choosing which harmonics will be compensated and which not. The number of reference frames is limited by the switching frequency of the converter. According to [29], the computational effort of this controller is very low because it can be implemented without evaluating any trigonometric functions. However, the number of frames should also consider the harmonics effectively present in the grid. Besides, if a reference frame is active but there is no such harmonic in the capacitor voltage, the output of the controller for that harmonic will be equal to zero.

According to the MRF technique [22], only the sine and cosine of the PLL angle have to be calculated. The rotation matrix \(R(n\theta)\) is used to calculate the error signal in each SRF and can be written as:

\[
R(n\theta) = \begin{bmatrix}
\cos(n\theta) & \sin(n\theta) \\
-\sin(n\theta) & \cos(n\theta)
\end{bmatrix}
\]

(3)

where \(n\) is the harmonic order with respect to the fundamental SRF and \(\theta\) is the phase angle obtained by the PLL. De Moivre formula is used to calculate the elements of this matrix and avoid the evaluation of trigonometric functions.

In order to ensure system stability, the design of the EMRF controller needs the frequency response at each targeted harmonic frequency of the closed-loop:

\[
F_{r2,d}(s) = \frac{V_{Cf,d}(s)}{I_{Ld}(s)} = \frac{P_{2,d}(s)F_{r1,d}(s)}{1 + P_{2,d}(s)F_{r1,d}(s)}
\]

(4)

where:

\[
P_{2,d}(s) = \frac{V_{Cf,d}(s)}{I_{Ld}(s)}
\]

(5)
pass filter, which is related to the closed-loop frequency response at each harmonic frequency is determined.

The open-loop transfer function used to design this controller is shown in Fig. 3 and can be written as:

\[ G_d(s) = \frac{U_d'(s)}{U_d(s)} = -F_{r2,d}(s)C_{sel,d}(s) \]  

where \( C_{sel,d}(s) \) is the equivalent resonant controller of the EMRF controller in the fundamental SRF [26] and the main controller in Fig. 3 is the inner-current controller of Fig. 2, block “a”. If the identification is perfectly implemented, the phase margins of \( G_d(s) \) will be 90° (see Fig. 4).

The “plug-in” structure of the EMRF controller produces an open-loop frequency response \( G_d(s) \) with the shape of a low-pass filter, which is related to the closed-loop frequency response \( F_{1,2,d}(s) \) obtained by the decoupled PI controller. Therefore, the higher the ultimate frequency, the higher the gain margin. The same gain is used for every harmonic in order to maintain this relationship. Accordingly, only a single gain \( k_i \) must be designed.

![Fig. 2. Proposed control scheme: a) decoupled PI controller; b) EMRF controller; c) inter-harmonic controller.](image1)

Fig. 2 shows the open-loop frequency response \( G_d(s) \) for two different values of \( k_i \). The minimum gain margin of \( G_d(s) \) is at 0 Hz in the fundamental SRF, which corresponds to the fundamental frequency in the abc components. When the gain \( k_i \) increases, the gain margins \( A_{nk} \) decrease, while the phase margins \( \Phi_{nk} \) are almost constant. Therefore, this controller can be designed like a proportional regulator: the higher the value of \( k_i \), the lower the gain margin.

In addition, an integral action can also be included in the voltage controller to deal with fundamental frequency issues such as voltage sags/swells at the PCC. In any case, the \( dq \) set-point \( V_{Cf}^* \) in p.u. is set to [1 0]. This means that the reference voltage \( V_{Cf}^* \) for the harmonics is set to zero except for the first harmonic that, as explained before, has to be controlled for balancing the dc bus voltage.

It should be noted that the proposed controller can easily select which harmonic to filter and which not. Indeed, setting \( k_i \) to zero for a specific harmonic will result in not compensating that harmonic.

C.Inter-harmonic controller

The third control loop is added in order to improve the performance of the proposed control strategy against inter-harmonics (see block “c” in Fig. 2). It consists of a proportional control, \( k_{ih} \), in series to a high-pass filter (implemented using a low-pass filter in Fig. 2) in order to decrease the gain at every frequency except at the fundamental one of the disturbance-rejection-transfer functions, defined as:

\[ F_{d1,d}(s) = \frac{V_{PCC,d}(s)}{I_{p,d}(s)} ; \quad F_{d2,d}(s) = \frac{V_{PCC,d}(s)}{V_{f,d}(s)} \]  

Note that the module of \( F_{d1,d}(s) \) and \( F_{d2,d}(s) \) at the harmonic frequencies are already very low due to the EMRF controller. Therefore, this controller affects significantly only the frequencies different from the fundamental and the harmonics.

![Fig. 3. Block diagram of the open-loop transfer function \( G_d(s) \).](image2)

![Fig. 4. Bode diagram of the opposite of the open-loop transfer function \(-G_d(s)\).](image3)
With reference to Fig. 2, the open-loop transfer function used to design this controller can be written as:

\[ G_{ih,d}(s) = \frac{F_{r1,d}(s) P_{2,d}(s) C_d(s)}{1 + F_{r1,d}(s) P_{2,d}(s) C_d(s) \left[ 1 + C_{sef,d}(s) \right]} \quad (8) \]

where \( k_{ih} \) is the proportional gain of the inter-harmonic controller. Fig. 5 shows the open-loop frequency response \( G_{ih,d}(s) \) for two different values of \( k_{ih} \). Moreover, Fig. 6 shows how the inter-harmonic control affects the closed-loop frequency response \( F_{d1,d}(s) \).

As shown in Fig. 6, the inter-harmonic controller reduces the gain at the inter-harmonic frequencies. Therefore, the performance of the system against inter-harmonic is improved.

### IV. EFFECT OF THE LINE AND GRID IMPEDANCES ON THE HARMONIC AND INTER-HARMONIC COMPENSATION

The impedance of the line between the converter and the PCC reduces the harmonic compensation capabilities of the controller, because the voltage at the PCC is not equal to the voltage across the filter capacitors. This section studies the relationships between the magnitude of the impedances of the line and the grid and the attenuation of the harmonic and inter-harmonic content of the PCC voltage in order to determine when it is beneficial to compensate for the voltage harmonics across the filter capacitors.

#### A. Effect on the harmonic compensation

The harmonic content of the PCC voltage and the grid currents without the proposed harmonic control can be analysed with the equivalent circuit of Fig. 7a. It should be noted that \( i_L \) is the current across the line connecting the converter to the PCC. In this analysis, the current \( i_L \) is considered as an ideal current source as the inner-current controller typically has a wide bandwidth.

![Fig. 7. Scheme of the models used in this analysis.](image)

Using the superposition principle for each harmonic, the equation that describes the relationship between \( v_{pcc} \) and the disturbances \( i_p \) and \( v_g \) can be written as:

\[ v_{pcc} = i_L Z_l + i_p \left( \frac{Z_c + Z_i}{Z_c + Z_i + Z_g} \right) - v_g \left( \frac{Z_c + Z_i + Z_g}{Z_c + Z_i + Z_g} \right) \quad (9) \]

Similarly, the equations that describe the relationship between \( i_g \) and the disturbances \( i_p \) and \( v_g \) can be written as:

\[ i_g = i_L \left( \frac{Z_c + Z_i + Z_g}{Z_c + Z_i + Z_g} \right) + i_p \left( \frac{Z_c + Z_i + Z_g}{Z_c + Z_i + Z_g} \right) - v_g \left( \frac{Z_c + Z_i + Z_g}{Z_c + Z_i + Z_g} \right) \quad (10) \]

When the proposed control strategy is used, the capacitor voltage of the filter has no harmonic content. Therefore, the harmonic content of the PCC voltage and grid current can be studied with the reduced model of Fig. 7b. Using again the superposition principle, it is possible to write:

\[ v_{pcc} = i_p \left( \frac{Z_l Z_g}{Z_l + Z_g} \right) - v_g \left( \frac{Z_l}{Z_l + Z_g} \right) \quad (11) \]

and:

\[ i_g = i_p \left( \frac{Z_l}{Z_l + Z_g} \right) - v_g \left( \frac{1}{Z_l + Z_g} \right) \quad (12) \]

Equations (9), (10), (11) and (12) correlate voltage and current variables. Superposition can be applied in order to obtain relationships between only two variables, making zero the rest of them:

\[ \frac{v_{pcc}}{v_g} = \frac{i_p}{i_p + i_p Z_g} \quad (13) \]

The effect on the harmonic compensation is analysed for different \( X_l / R_l \) ratios, where \( X_l = \omega L_l \) is the line reactance and \( \omega \) is the angular frequency of the grid. For low-voltage distribution networks, the resistance of the line is usually higher than the reactance, because the line is often a cable.

Fig. 8 shows the relationships described in (13) for both models (see Fig. 7a and Fig. 7b) when the line reactance varies.
for a $X_l / R_l$ ratio equal to 2 at 50 Hz. As shown in Fig. 8, the harmonic level is lower with the proposed control up to a critical value of the line reactance. The higher the harmonic to compensate for, the lower the value of the critical line reactance $X_{l,cr}$. For example, the critical line reactance for the 30th harmonic is 0.011 p.u. Therefore, for each given value of the line reactance, there is a maximum filterable harmonic content above which the controller should not be used.

Table I shows the variation of the critical line reactance for different harmonics and different $X_l / R_l$ ratios. The critical line reactance increases generally for smaller ratios.

Finally, the effect of the grid inductance has been investigated. The short circuit ratio of the grid $X_g$ is set to 10, where $X_g = \omega L_g$. Table II shows the values of the critical line reactance for different harmonics when the grid reactance is changed. The critical line reactance is slightly increasing when the grid impedance is strongly decreasing. This means that the grid impedance has a very small impact on the critical line reactance.

**Fig. 8.** Harmonic level in the relationships described in (13) with and without the proposed control

In summary, even if a rough estimation of the line impedance is available, it is possible to determine up to which harmonic of the local capacitor voltage should be compensated in order to ensure that the THD at the PCC voltage is always reduced.

### TABLE I: CRITICAL LINE REACTANCE FOR DIFFERENT $X_l / R_l$ RATIOS.

<table>
<thead>
<tr>
<th>Harmonic</th>
<th>$X_l / R_l = 2$</th>
<th>$X_l / R_l = 0.5$</th>
<th>$X_l / R_l = 0.2$</th>
</tr>
</thead>
<tbody>
<tr>
<td>6</td>
<td>0.412 pu</td>
<td>0.443 pu</td>
<td>0.679 pu</td>
</tr>
<tr>
<td>10</td>
<td>0.086 pu</td>
<td>0.087 pu</td>
<td>0.088 pu</td>
</tr>
<tr>
<td>18</td>
<td>0.032 pu</td>
<td>0.032 pu</td>
<td>0.032 pu</td>
</tr>
<tr>
<td>24</td>
<td>0.018 pu</td>
<td>0.018 pu</td>
<td>0.018 pu</td>
</tr>
<tr>
<td>30</td>
<td>0.011 pu</td>
<td>0.011 pu</td>
<td>0.011 pu</td>
</tr>
</tbody>
</table>

### TABLE II: CRITICAL LINE REACTANCE FOR DIFFERENT GRID IMPEDANCES.

<table>
<thead>
<tr>
<th>Harmonic</th>
<th>$X_l = 1$ pu</th>
<th>$X_l = 0.1$ pu</th>
<th>$X_l = 0.01$ pu</th>
</tr>
</thead>
<tbody>
<tr>
<td>6</td>
<td>0.412 pu</td>
<td>0.434 pu</td>
<td>0.445 pu</td>
</tr>
<tr>
<td>12</td>
<td>0.086 pu</td>
<td>0.115 pu</td>
<td>0.12 pu</td>
</tr>
<tr>
<td>18</td>
<td>0.032 pu</td>
<td>0.041 pu</td>
<td>0.047 pu</td>
</tr>
<tr>
<td>24</td>
<td>0.018 pu</td>
<td>0.021 pu</td>
<td>0.025 pu</td>
</tr>
<tr>
<td>30</td>
<td>0.011 pu</td>
<td>0.013 pu</td>
<td>0.018 pu</td>
</tr>
</tbody>
</table>

**B. Effect on the inter-harmonic compensation**

The equivalent model shown in Fig. 7a can be used for the inter-harmonic frequencies with and without the inter-harmonic controller as no integrator is used in the inter-harmonic controller.

According to Fig. 6, the inter-harmonic controller is improving the disturbance-rejection frequency response for inter-harmonic frequencies. The inter-harmonic compensation capability is only limited by the bandwidth of the controller. This effect is independent on the line and grid impedances, as the inter-harmonic compensation is only proportional to the inter-harmonic magnitudes of the local capacitor voltage.

### V. SIMULATION RESULTS

The performance of the proposed control strategy has been verified by numerical simulations of the system represented in Fig. 1 for a power of 60 kVA. The model is implemented in Matlab/Simulink and Simpower Systems toolbox.

**TABLE III: PARAMETERS OF THE CASE STUDY.**

<table>
<thead>
<tr>
<th>Parameter</th>
<th>Value</th>
</tr>
</thead>
<tbody>
<tr>
<td>Rated power $S_n$</td>
<td>60 kVA</td>
</tr>
<tr>
<td>RMS grid voltage $V_g$</td>
<td>400 V</td>
</tr>
<tr>
<td>Grid frequency $f$</td>
<td>50 Hz</td>
</tr>
<tr>
<td>Filter inductance $L_f$</td>
<td>2 mH</td>
</tr>
<tr>
<td>Filter capacitor $C_f$</td>
<td>50 µF</td>
</tr>
<tr>
<td>Filter resistance $R_f$</td>
<td>62.8 mΩ</td>
</tr>
<tr>
<td>Grid inductance $L_g$</td>
<td>1 mH</td>
</tr>
<tr>
<td>DC link voltage $V_{DC}$</td>
<td>700 V</td>
</tr>
</tbody>
</table>

The parameters used for the case study of the simulation are reported in Table III.

In the following, all the quantities will be analysed in per unit. The base values are 60 kVA for the power, 400 V for the voltage and 50 Hz for the frequency. In this first scenario, the grid voltage is purely sinusoidal and, hence, the distortion at the PCC is produced only by the non-linear current $i_p$ absorbed by the polluter converter. The polluter is a converter controlled to absorb the current harmonics of a load connected via a diode rectifier. The output current of this converter is controlled to track the harmonic and inter-harmonic references with the same control scheme depicted in Fig. 2. The inverter-switching frequency and the control-sampling frequency are set to 10 kHz for the converter of the RES and the polluter.

The proportional and integral gains of the PI controller are $k_p = 0.5$ and $T_i = 65 \text{ s}$ respectively. The design procedure is carried out by selecting the closed-loop poles of the plant with the PI controller and then calculating the values of the gains. The damping coefficient of the closed-loop poles has been chosen equal to 0.707 and the settling time has been chosen equal to 4 ms. The EMRF controller is configured to reject $|1 \pm 6|\%$ harmonics where $k = 1, 2\ldots 5$ to show the effectiveness of the proposed controller in harmonic compensation. However, the number of the harmonics to be tracked will be different in the next section, where the line impedance between the PCC and the capacitor filter will be considered. The commissioning stage has been carried out to obtain the frequency response at each harmonic. As commented in
Section III, after this step, only the gain $k_i$ must be set to design the EMRF controller. The gain $k_i$ used for the harmonic controller is chosen equal to 60 to obtain a minimum gain margin equal to 10dB, according to Figure 4.

A. Harmonic compensation of the PCC voltage

The polluter converter has been configured to inject a harmonic current, as depicted in Fig. 9. The line impedance $Z_l$ has been set equal to zero. Fig. 9 also shows the transient response of the PCC voltage and the grid current when the proposed controller is turned on at 0.02 seconds.

The compensation for the harmonic content of the PCC voltage reduces the THD of the grid current from 35.5% to 0.73%. The controller has a transient response of two cycles of the fundamental frequency. In this case, the compensation is almost perfect as the line impedance is equal to zero.

As commented in Section IV, the performance of the harmonic compensation is reduced when there is a line impedance, because it is not possible to measure the harmonic content of the PCC voltage. In order to illustrate this result, the polluter is configured to inject the 11th harmonic into the PCC. From Table I, the critical reactance for this harmonic is 0.115 p.u. (0.34 Ω). Fig. 10 shows the magnitude of the 11th harmonic of the grid current before and after the activation of the proposed controller for two different values of the line reactance.

As predicted by the theoretical analysis, the proposed controller reduces the magnitude of the harmonic only if the line reactance is below the critical value.

B. Inter-harmonic compensation of the PCC voltage

The polluter has been configured to inject an inter-harmonic having a frequency 5.5 times the fundamental frequency. As commented in Section III, only the gain $k_{ih}$ must be chosen to design the inter-harmonic controller. By increasing the gain of the inter-harmonic controller, the inter-harmonic voltage components are reduced but the control can be unstable. For this reason, the gain has been designed with a trial and error procedure, resulting in a $k_{ih}$ equal to 1.5, which is a good compromise between harmonic reduction and stability of the system.

VI. EXPERIMENTAL RESULTS

A 60 kVA experimental setup with three voltage source converters has been assembled as shown in Fig. 12. One converter simulates the generating source, while the other two converters are the polluters generating harmonics and inter-harmonics. The real-time controller of the converters is based on an Opal RT system with a control step of 100 μs and switching frequency of 10 kHz. The base values are the same used for the simulations. The nominal RMS voltage at the PCC, the grid frequency, the DC voltage and the parameters of the filter are the same of the simulations. The line inductance is $L_l = 0.3$ mH (0.0294 pu).

Since the characteristic of the real grid is equal to those of the simulated one, all the controller parameters have been chosen equal to those used for the simulations.

A. Experimental results for the harmonic compensation

In this experiment, the polluter converter injects the 5th, 7th, 11th, 13th and 17th harmonics with amplitude of 4%, 2%, 3%, 2% and 1% of the fundamental harmonic, respectively. The ratio of these harmonics represents the typical current absorption of a diode rectifier while their absolute amplitudes have been chosen in order to avoid the saturation limits of the power converter that acts as the polluter. The highest order harmonic current injected by the polluter, the 17th, is limited by the switching frequency of the polluter. Besides, the grid voltage contains 5th and 7th harmonic. Therefore, both the PCC voltage and the local capacitor voltage are used to show the effectiveness of the proposed control. Fig. 13 shows the transient response of the local capacitor voltage when the proposed controller is turned on at $t = 0$ s.
Fig. 11. Grid currents at steady-state (in p.u.): a) without inter-harmonic controller, b) with inter-harmonic controller

Fig. 12. Picture of the laboratory prototype used for the experiments.

Similarly to the simulated results shown in Fig. 9, the transient vanishes within a cycle of the fundamental frequency. Besides, the THD at steady-state of the local capacitor voltage is 0.99%. Fig. 14 shows that at steady-state the harmonic content of the PCC voltage is significantly improved with the proposed controller, while the local capacitor voltage is perfectly compensated.

Fig. 13. Transient response of the local capacitor voltage (in p.u.) before and after switching on the harmonic controller

The same experiment has been repeated with a line inductance of 1.3 mH (0.127 pu), which has been selected to have some of the harmonics above the critical value. For a so high line reactance, according with Table I and with eq. (13) it should be better not to compensate for any harmonic equal or higher than the 11th.

Fig. 14. Steady-state response before and after the harmonic controller is switched on (in p.u.): a) $v_{PCC}$ before, b) $v_{PCC}$ voltage after, c) $v_{Cf}$ before, d) $v_{Cf}$ after

A compensation of harmonics whose order is greater than 11th will lead to an increase of the harmonic for the presence of the high line inductance. Also if the compensation could be avoided just setting to zero the regulator constants, in order to highlight the correctness of what discussed in section IV.A the test has been performed both with compensation and without compensation of 11th, 13th, 17th and 19th harmonics. Fig. 15 shows that the harmonics 11th, 13th, 17th and 19th are increased when the harmonic controller is turned on.

Fig. 15. Spectrum of the PCC voltage as percentage of first harmonic without and with the proposed harmonic controller.
In this case only the harmonics 5th and 7th should be compensated to ensure a reduction of the THD at the PCC voltage. The THD before the compensation is 6.13% and after the compensation is 6.42%. If the harmonics 11th, 13th, 17th and 19th are not compensated, the THD decreases to 5.06%.

B. Experimental results for inter-harmonics compensation

In this experiment, the polluter converter injects also an inter-harmonic at 5.5 times the fundamental frequency. Fig. 16 shows the steady-state response before and after the harmonic and inter-harmonic controllers turn on. The inter-harmonic magnitude of the PCC voltage before and after is 3.48% and 1.03% respectively.

![Steady-state response](image)

Fig. 16. Steady-state response without and with the harmonic and inter-harmonic controller (in p.u.): a) \(v_{\text{PCC}}\) before, b) \(v_{\text{PCC}}\) voltage after, c) \(v_{\text{c}}\) before, d) \(v_{\text{c}}\) after

**VII. CONCLUSION**

A harmonic and inter-harmonic controller for grid-tie converters for renewable energy sources has been proposed in this paper. The control is based only on the measurement of the voltage across the filter capacitor, which is recommended when the load or grid current is not available. Both harmonic and inter-harmonic controllers are very easy to design, as only two gains have to be selected. Two scenarios have been considered for the analysis of the compensation capabilities of the proposed controller. In the first scenario the impedance between the local capacitors and the PCC is almost zero and the compensation of the harmonics and inter-harmonics is improved for all considered frequencies. In the second scenario the impedance between the local capacitors and the PCC is not negligible and sets an upper limit for the order of harmonic to compensate. Experimental results have validated the very good performance of the proposed controller against the compensation for harmonics and inter-harmonics. Besides, further experiments have confirmed the existence of a critical value of the line impedance that has an influence on the performance of the proposed controller. Finally, it has been experimentally verified that the harmonic compensation service can be offered with a low impact on the amount of generable power. In the cases analysed in the paper, the impact on the power generated by the renewable source is between 5% and 15%, depending on the number of harmonics that are compensated.

**REFERENCES**


Luigi Piegari (M’04-SM’13) was born in Naples, Italy, on April 2, 1975. He received the M.S. (cum laude) and Ph.D. degrees in Electrical Engineering from the University of Naples Federico II, Italy, in 1999 and 2003, respectively. He was, from 2003 to 2008, a Postdoctoral Research Fellow in the Department of Electrical Engineering, University of Naples Federico II, Italy. From 2009 to 2012, he was assistant professor at Department of Electrical Engineering of the Polytechnic University of Milan. He is currently associate professor of Electrical Machines and Drives at the Department of Electrical, Information and Bioengineering of the Polytechnic University of Milan. He is the author of more than 100 scientific papers published in international journals and conference proceedings. His research interests include storage devices modeling, wind and photovoltaic generation, modeling and control of multilevel converters and DC distribution grids.

Prof. Piegari is a member of the IEEE Industrial Electronics Society, of the IEEE Power Electronics Society and of AEIT. He is the Technical program Chair of the International Conference on Clean Electrical Power.

Pietro Tricoli (M’06) was born in Naples, Italy, on September 8, 1978. He received the M.S. (cum laude) and Ph.D. degrees in Electrical Engineering from the University of Naples Federico II, Italy, in 2002 and 2005, respectively. He was a Visiting Scholar in the Department of Electrical and Computer Engineering, University of Wisconsin-Madison, Madison, in 2005. In 2006, he was also a Visiting Scholar in the Department of Electrical and Electronic Engineering, Nagasaki University, Nagasaki, Japan. From 2006 to 2011, he was a Postdoctoral Research Fellow in the Department of Electrical Engineering, University of Naples Federico II, Italy. He is currently a Lecturer of Electrical Power and Control in the Department of Electronic, Electrical, and Systems Engineering, University of Birmingham, Birmingham, U.K. He is the author of more than 60 scientific papers published in international journals and conference proceedings. His research interests include storage devices for road electric vehicles, railways, and rapid transit systems, wind and photovoltaic generation, railway electrification systems and modeling and control of multilevel converters.

Dr. Tricoli is a member of the IEEE Industrial Electronics Society and member of the IET Midlands Power Group. He is the Web & Publication Chair of the International Conference on Clean Electrical Power. He is a Registered Professional Engineer in Italy.