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Abstract: Single-phase 25-kV AC traction power supply systems (TPSSs) are widely used in high-speed railways (HSRs), leading 
to an increasingly prominent problem of voltage unbalance (VU) in the power grid. To fairly regulate the system VU level, 
implementing VU limit pre-assessment is an urgent need. A grid connection scheme, including traction transformer selection 
and exchange phase connection (EPC) design, is a vital part of TPSS design that obviously affects the voltage unbalance factor 
(VUF) of power systems. A uniform mathematical model is established using Thevenin’s theorem, which reveals the impact 
of multiple grid connection schemes on the VU propagation behaviour of a three-phase grid. Afterwards, under the 
requirements of IEC/TR 61000-3-13, an improved VU limit pre-assessment process is proposed, which correlates mapping 
between the grid connection scheme and VU limit. The unbalance compensation calculation is given, adopting the allocation 
limit; furthermore, the optimal design of the grid connection scheme with minimized compensation capacity as an object is 
presented. The correctness of the model and the rationality of the pre-assessment process are verified by a case study. 
 

Nomenclature 
휓 ,	휓  transformer phase angle of α and β feeding 

sections, respectively 
푘 	 ratio of the port voltage of the transformer 

traction side and the phase voltage of the 
transformer primary side 

퐼̇ , 푈̇  current and voltage matrices of the feeding 
section, respectively 

휑 , 휑  power factor of α and β feeding sections, 
respectively 

퐸̇  two-phase voltage matrix of a TSS 
푍  leakage reactance matrix 
퐸̇  three-phase voltage matrix of a TSS 
푍  positive sequence implement 
푍  negative sequence implement 
푍  coupling implement between positive and 

negative sequences 
푘̇ : 	 influence coefficient 
푆 :  short-circuit capacity of bus x 
푆 :  apparent power of customer installation j at 

bus x 
푈̇ :  negative sequence voltage at busbar x which 

propagates from busbar i 
퐼̇ :  negative sequence current in the transmission 

line arising from unbalance at the busbar i 
퐶 : 	 contribution coefficient 
퐸 :  customer emission limit 
훼 summation law exponent 
푈 :  bus planning level 
푆 :  total supply capacity of the system considered 

including provision for future load growth and 
contribution from other buses 

푠  compensator capacity 
푆  negative sequence capacity that can make the 

VUF of bus x meet the VU limit pre-
assessment 

푆  positive apparent power 
푆  unbalance apparent power 

1. Introduction 
Due to the growing construction of high-speed railways 
(HSRs), power quality problems caused by single-phase 25-
kV AC traction power supply systems (TPSSs) have attracted 
more and more attention. The voltage unbalance (VU) 
problem has been a severe issue in practical engineering 
throughout Europe and China [1–4]. It causes serious grid 
operation accidents in areas with a vulnerable grid structure 
[5–7], especially in mid-western China. For example, 
Sanmenxia wind farm was cut off due to the operation of the 
Zhengzhou-Xi’an HSR [8, 9]. As shown in Fig. 1, the grid 
connection scheme is an essential part of TPSS design. In the 
area in which the VU distribution and VU limit pre-
assessment of traction substation (TSS), choosing a 
reasonable scheme plays an important role [4], especially for 
exchange phase connection (EPC) scheme design and special 
three-phase to one-phase traction transformer selection. 

The study of VU propagation is presented in the 
literature [10–12], covering radical and interconnected 
networks. This method depends strictly on equivalent circuits 
and considering all unbalanced sources (including the 
upstream source, transmission line and unbalanced ZIP load). 
However, the TPSS cannot be simplified as a ZIP model 
because the special traction transformer cannot be equivalent 
to a general transformer in the power grid. On the other hand, 
the model presented focuses mainly on a three-phase 
unbalanced source, as a uniform model between three-phase 
and single-phase has not been established; Jayatunga et al. 
[11, 12] established a model to consider multiple unbalanced 
loads such as inductive motor and ZIP loads; Sun et al. [13] 
built a propagation model to portray multiple three-phase 
asymmetric sources; Mahyar et al. [14] presented a new 
method to determine the contribution of different effective 
factors in an n-bus radial distribution system; Sun et al. [15] 
proposed a method  to identify the main unbalanced source at 
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the point of evaluation in the distribution power systems; He 
et al. [16] have proposed an approximation algorithm for fast 
calculation of voltage unbalances in three-phase power 
systems; Perera et al. [17] have presented a detailed analysis 
of VU attenuation and propagation in radial distribution lines 
and proposed a methodologies for estimating the VU transfer 
coefficients. More importantly, the impact of multiple grid 
connection schemes on the VU propagation behaviour of 
three-phase grids needs to be studied. Thus, there is an urgent 
demand to establish a uniform VU propagation model. 

tracE 

sysU 
tracE

tracE 

sysU 
sysU 

 
Fig. 1. Description of China’s HSR system 

Alternatively, the total voltage unbalance factor (VUF) 
result at the bus is not solely responsible for the unbalanced 
load; it is also influenced by surrounding unbalance which is 
transferred through the neighbouring bus [10]. To ensure that 
the VUF at the bus meets the requirements of the standard, 
how the power grid fairly regulates various unbalanced 
sources is a severe challenge, especially in regions with a 
weak power grid structure. In mid-western and north-western 
China, for example, the short-circuit capacity of the bus is less 
than 2000 MVA; to meet the requirements of GB/T 15543 
[18], the capacity of the TSS should not exceed 
1.3%×2000=26 MVA. Nonetheless, the rated power of a 
traction transformer is up to 100 MVA in TSSs. Therefore, 
there is a pressing need to establish a flexible VU limit pre-
assessment process, particularly considering the effect of the 
grid connection scheme. The IEC/TR 61000-3-13 guideline 
provides a new way to manage VU in power grids [19]. The 
three-stage pre-assessment process is one of the most 
important achievements of this report. In this regard, there are 
a lot of contributions that apply the report to power grids [20–
22]. In addition, the United Kingdom, Australia, Denmark, 
etc., have formulated and published VU management 
standards based on IEC/TR 61000-3-13 [23–25]. 
Unfortunately, previous works have lacked an important 
discussion on how to modify the pre-assessment process to 
consider the impact of the grid connection scheme. 

In this paper, a port transformation model of a TSS is 
described in section 2. A uniform mathematical model of VU 
propagation, considering the influence of the grid connection 
scheme, has been established in section 3. In section 4, a VU 
limit pre-assessment process in terms of a grid connection 
scheme has been proposed. In section 5, the unbalanced 
compensation calculation is presented. An optimal design for 

a grid connection scheme is proposed, to minimize the 
accumulated compensator capacity. In section 6, a typical 
circle-wise power system is used to verify the model and 
approach above. 

 

2. TSS port transformation model 
 

2.1. Port transformation matrix 
 

The topology model of a TSS is shown in Fig. 2. 
푈̇ 푈̇  and 퐼̇ 퐼 ̇  are the voltage and current of the traction 
side, respectively. 퐸̇  and 퐼̇  are the voltage and current 
of the grid side, respectively. V/v and Scott traction 
transformers are widely used for HSRs around the world. 

ii

U
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Fig. 2. TSS topology model 

According to the power conservation theorem of a 
traction transformer, 

2 2
* * *

1 1Grid side
Traction side

ij
abc abc i i i i

i i
U I U I U e I

 

      



                    (1) 

where i is a port on the traction side, such as port α or β in this 
paper, and 휓  is the traction transformer phase angle (the 
value is given in Appendix A), defined as the angle between 
the positive voltage of the grid side and the port voltage of the 
traction side: 

  i abc iU U                                (2) 

Under the effect of positive and negative voltage, the 
relationship of the current on the grid and traction sides is 
expressed as: 

1

2 2
2 1

1 12

01 1 1
1 3
1 3
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i

j
abc T i i

i ij
T

I a a k e I T D I
a a k e









 

  
     
  

   

          (3) 

where 푎 = 푒 / , and 푘 	is the ratio of the port voltage of 
the transformer traction side and the phase voltage of the 
transformer primary side. 

Thus, the current transformation matrix C is defined 
as (see Appendix B): 

    
   

1

cos cos
2 cos 120 cos 120
3

cos 120 cos 120

K K

C T D K K

K K
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At the same time, the voltage transformation matrix V 
is defined as: 

TV C                               (5) 

Different grid connection schemes have different 
transformation matrices (see Appendix A). For a V/v traction 
transformer, 훹 = 훹 + 120°, 퐾 = 퐾 = 푘 . For a Scott 
traction transformer, 훹 = 훹 ± 90°,퐾 = 퐾 = 푘 . 
 

2.2. Equivalent model of a TSS 
 

According to the Thevenin’s theorem, the equivalent 
two-phase model of a TSS is shown in Fig. 3. The grid side is 
equivalent to the traction side, and 퐸̇  is equivalent to 퐸̇ . 

 
Fig. 3. Equivalent two-phase model of a TSS 

The two-phase voltage matrix of TSS 퐸̇  can be 
expressed as: 

E Z I U                           (6) 

where 푍  is the leakage reactance matrix and 푈̇  is the 
voltage matrix of the feeding section 

The equivalent three-phase model of a TSS is shown 
in Fig. 4; the traction side is equivalent to the grid side. 

 
Fig. 4. Equivalent three-phase model of a TSS 

The three-phase voltage matrix of the TSS 퐸̇  can 
be expressed as (see Appendix B): 

1 1 1 1

                      

abc
trac abc

abc abc abc

E V E V Z C I V U
Z I U

  
     

 

   
                (7) 

퐸̇  can be transformed into symmetrical 
impedances 퐸̇  with matrix T: 

 
2

2

1
1

abc abc
trac trac trac

a a
E TE E

a a
  
   

 
                      (8) 

3. Uniform VU propagation model in term of the 
TPSS and power grid 

The topology of a uniform model of a TSS and power 
grid is shown in Fig. 5. Bus 1…i…n can be seen as an 
asymmetric source. 

 
Fig. 5. Uniform topology model of a TSS and power grid 

When bus i connects to bus x, the voltage sequence 
component equation at bus x based on KVL can be written as 
equation (9): 

: :

: :

Part IIPart I

line i line ix i i trac

x i i tracline i line i

Z ZU U I E
U U I EZ Z

    

    

        
          

        

  
  


              (9) 

Equation (9) has two parts: Part I is the surrounding 
sequence voltage which is transferred through the 
neighbouring bus i, and Part II is the equivalent three-phase 
model of a TSS as in equation (8). 

When the transmission line is symmetric, the coupling 
implement between positive and negative sequences (푍 ) 
can be ignored. Thus, equation (9) can be rewritten as: 

:

:

x i line i i trac

x i line I i trac

U U Z I E
U U Z I E

    

     

   
   

   
                              (10) 

The influence coefficient can quantify VU 
propagation between the different buses [10]. The calculation 
method in an interconnected network proposed by Jayatunga 
et al. [11, 12, 20] removes the obstacle of calculating VU 
propagation in a complex network. The influence coefficient 
	푘̇ : 	 is defined as the VU arising at busbar x when 1 pu of 
negative sequence voltage source is applied at busbar i [19], 
which can be expressed as: 

: :
:

i ix U x line line U
i x

i i

U U Z I
k

U U

  

 


 
  


                        (11) 

where 푈̇ : 	 is the negative sequence voltage at busbar x 
which propagates from busbar i, and 퐼̇ :  is the negative 
sequence current in the transmission line arising as a result of 
the unbalance at busbar i. 

It should be noted that the positive sequence 
impedance of transmission line (푍̇ ) is equal to negative 
sequence impedance (푍̇ ) for transmission line. Therefore, 
the voltage sequence component equation at bus x in terms of 
the influence coefficient can be written as: 

:

:

x i line i i trac

x i x i trac

U U Z I E
U k U E

    

  

   
  

   
                            (12) 

When n buses are connected to bus x, a uniform VU 
propagation model is established, which can be expressed as: 
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: :
1

: :
1

n

x j i line i i trac
i
n

x j i x i trac
i

U U Z I E

U k U E

    



  



  
      

       





   

  
                (13) 

Equation (13) illustrates the impact of multiple grid 
connection schemes on the VU propagation behaviour of a 
three-phase grid. On the other hand, this model can provide a 
guide to an optimal design grid connection scheme, since the 
composition of bus VU can be clearly divided by the VU 
propagation model. 

4. VU limit pre-assessment process in terms of 
grid connection scheme 

 
4.1 Customer emission limit (CEL) allocation 

method in IEC/TR 61000-3-13 
 

To fairly regulate the system VU level and allocate the 
CEL of an unbalanced load, IEC/TR 61000-3-13 follows two 
basic philosophies: 

(1) The first rule is consistency, that the VU at any point 
on the public grid should not exceed the planning level. 

(2) The second rule is fairness, that the planning level 
should be fairly allocated in the public grid. The 
allocation method should be based on the capacity of 
load rather than on load type, i.e. equal capacity for 
different types of load installed on the same bus, and 
it should have an equal emission limit while high-
capacity users have a higher VU limit. 
Based on the principle above, the three-stage pre-

assessment process is established as: 
 Stage 1: If the ratio of the power equivalent of customer j 

and the grid short-circuit capacity at busbar x satisfies 
equation (14), customer j can directly connect to the public 
grid without an emission limit. 

:

:

0.2%x j

dc x

S
S

                                    (14) 

where 푆 :  is the short-circuit capacity of bus x, and 푆 :  is 
the apparent power of customer installation j at bus x, which 
can be defined as: 

:
:

:cos
x j

x j
x j

P
S


                                    (15) 

 Stage 2: If customer j cannot meet the requirement of stage 
1, it should comply with a CEL (퐸 : ). The allocation 
method is expressed as: 

 :
: :

:

x j
x j x g x

tot x

S
E Kue U

S
                         (16) 

where 푈 : 	is the bus planning level,  퐾푢푒  represents the 
fraction of 푈 :  that can be allocated to customer installations, 
when the transmission line is symmetrical, and 퐾푢푒 = 1. 
푆 :  is the total available apparent power of the entire 
system that considers the VU contributions from adjacent 
busbars 1, 2, …, n in terms of influence coefficients 푘 : : 

 
: 1: 1 2 : 2 :... . ..to t x x x x n x nS k S k S S k S                   (17) 

Unfortunately, Paranavithana et al. [21, 26] have 
reported that the result of equation (16) renders the actual bus 
VU level higher than the planning level, even when no VUF 
of a customer exceeds the CEL. Thus, the constraint bus 
voltage method is present, which can be expressed as: 

: :x j a x x jE k Kue S                             (18) 

where 푘  is the allocated coefficient, which can be defined as: 

 
 

:

:
1

max

g x
a n

x i x i
i

U
k

S k S




 

 
  


                      (19) 

 Stage 3: If customer j cannot meet the requirement of stage 
2, the customer should consult the operator of the public 
grid. 

Whether the apparent power of customer installation j 
can be accurately calculated plays a vital role in allocating 
CEL fairly. However, equation (15) is not accurate enough to 
calculate the greatest possible apparent power absorbed by an 
unbalanced load [27, 28], as the apparent power of the 
coupling effect between positive and negative sequence 
components should be calculated. More importantly, this 
partial energy arouses power or torque oscillation in inductive 
motors [7]. 

To dispose of this problem, the IEEE-SA released 
IEEE Std 1459 in 2010 [29] that defines powers with a clear 
physical significance under non-sinusoidal and asymmetrical 
power system conditions. 

For a three-wire asymmetrical power system, the 
‘effective’ values of voltage (푉 ), current (퐼 ) and apparent 
power ( 	푆 ) are used to quantify the impact on VU in a 
practical manner [30]. Thus, the apparent power of customer 
installation j at bus x 푆 :  is defined as: 

: 3x j e e eS S V I                                   (20) 

where 

   
   

2 2

1 1 1

2 2

1 1 1

e e

e e

V V V V

I I I I

 

 

   

   

                         (21) 

Furthermore, taking account of positive and negative 
components, effective apparent power can be expressed as: 

       
   

2 2 2 2
1 1 1

2 2 2 2

1 1 1 1 1 1 1 1

2 2
1 1

9

    9 9

    

e e e e

u

S S V I

V I V I V I V I

S S

       



 
      

 

      (22) 

where 푆  and 푆  are positive apparent power and 
unbalanced apparent power at a fundamental frequency, 
respectively. 
 

4.2 Improved VU limit pre-assessment process 
 

Combining the port transformation model of a TSS, a 
uniform VU propagation model and a three-stage pre-
assessment process, a VU limit pre-assessment process in 
terms of the grid connection scheme is proposed in Fig. 6; it 
includes three parts: 
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(1) Calculating the CEL of TSS j at bus x, based on the 
port transformation model of a TSS and a uniform VU 
propagation model. The interrelationship between the 
grid connection scheme and VU limit is revealed in 
this part. 

(2) Simulating the prospective VUF of TSS (푉푈퐹 : ) and 
comparing it with the CEL of the TSS. 

(3) If 푉푈퐹 : > 퐸 : , which means the prospective VUF is 
higher than the limit, the railway should install 
compensation. If 푉푈퐹 : < 퐸 : , the VU limit pre-
assessment of the TSS is acceptable. 

: :x j x jVUF E

 :x jVUF

:x jE

 
Fig. 6. Flow chart of the VU limit pre-assessment process 

Nevertheless, to eliminate the VU question, the 
railway needs to pay the high investment cost of the 
compensator [1, 2, 4]. How the compensation capacity can be 
reduced will be illustrated in next section. 

5. HSR grid connection scheme optimization 
 

5.1 Converter-based compensation 
 
There are three mainly approaches to eliminate or reduce VU 
problem for a TPSS.  
 The SVC is used widely in railway field during in the past 

20 years, which benefits from the simple structure and low 
cost, but its weakness that effect on series and shunt 
resonance frequency is increasingly highlighted [2].  

 The railway power conditioner (RPC) is proposed in Japan, 
which there are two back-to-back single- phase converters 
connected to two feeding sections, it still is the most 
popular compensation equipment in the field of electrified 
railway power quality problem at present [31, 32]. 
Compering the co-phase system, the most prominent 
advantage is low capacity, as it should not undertake all the 
power demand of TSS, just compensates the part of 
power fluctuation. However, it cannot eliminate the neutral 
zones, thus the availability of regenerative braking energy 
is apparent less than co-phase system, and it cannot solve 
the transient overvoltage problems. 

 The co-phase system is presented by Li [33] in China, 

which using a converter to replace the traditional traction 
transformer. This system not only can eliminate or reduce 
the power quality problem, but also can eliminate the 
neutral zones. It has been adopted in Meishan, China [1, 33, 
34]. 

There is a situation should be pointed, the 
manufacturing cost of convertor is still expensive, especially 
for a high capacity devices with high voltage level. Thus, 
many researches have proposed the partial compensating 
scheme, in which the compensation objective just satisfy the 
power quality standard [31, 35, 36]. In this regard, an 
unbalanced compensation calculation method will be 
illustrated in next section. 
 

5.2 Unbalanced compensation calculation for a 
TPSS 

 
According to the previous discussion on the traditional 

power definition and flexible VU limit allocation method, the 
method presented is inaccurate. Thus, a modified calculation 
method is proposed in this paper, based on the IEC/TR 
61000-3-13 [19] and IEEE Std 1459 [29]. The capacity of 
compensator 푠 	 is defined as: 

1com p uS S S 
                                 (23) 

where 푆 	 is the negative sequence capacity that can make the 
VUF of bus x meet the VU limit pre-assessment, which can 
be defined as: 

: :x j sc xS E S
                                      (24) 

 
5.3 Optimal design 

 
As shown in Fig. 7, HSR grid connection scheme 

optimization is advanced in this paper, considering traction 
characteristics and the power grid environment. Firstly, a 
uniform VU propagation model is built, and a NSP 
distribution area will be given. Secondly, the grid connection 
scheme will be designed to meet the suggestion above, and 
the VU limit for each TSS will be pre-assessed. Finally, the 
grid connection scheme is optimized, taking the accumulation 
capacity of the compensator as an object, as shown in Fig. 6. 

compS 

 
Fig. 7. Flow chart of the design process 

6. Case study 
 

6.1 Verification of the process 



 

6 
 

 
6.1.1 Test system description: In mid-western China, a 
vulnerable power grid structure and low short-circuit capacity 
are general characteristics of the power grid. A circle-wise 
power system with a single source is the typical power supply 
solution of a TPSS. As shown in Fig. 8, a three-bus test 
system (220 kV/50 Hz, three-phase) is established, assuming 
that the background VUF of the test system is aroused by two 
equivalent unbalanced constant power loads (L1 and L2), and 
the upstream system is symmetric. The background VUF is 
shown in Table 1, the influence coefficients of the test system 
are listed in Table 2, and other parameters of the test system 
are listed in Appendix C. 

To verify the correctness of the model and the 
rationality of the pre-assessment process, the VU limit pre-
assessment of the TSS and optimal design of the grid 
connection scheme are fully exhibited in this case study. 

 
Fig. 8. Three-bus test system 

 
Table 1 Background VUF 

Bus number VUF (%) 푈̇  (kV) 
Bus 1 1.65 1.18∠19.88° 
Bus 2 1.62 1.13∠12.71° 
Bus 3 1.61 1.10∠5.05° 

 
Table 2 Influence coefficients 
푘 :  Value 푘 :  Value 
푘  0.4674 푘  −0.0266 − 0.0007j 
푘  0.2444 + 0.0058j 푘  −0.6586 + 0.0004j 
푘  0.0653 + 0.0001j 푘  0.5133 + 0.0004j 

 
To improve the authenticity of the case study, the data 

for the traction load is from the Beijing–Shanghai HSR, 
which can represent a typical feature of Chinese HSRs. Three 
TSSs of the Beijing–Shanghai HSR were measured in 
December 2017. The 95% probability values for current and 
voltage are shown in Table 3.  
 
Table 3 Current and voltage of the feeding section 

 TSS1 TSS2 TSS3 
α feeding current (A) 658 696 642 
β feeding current (A) 556 548 595 
α feeding voltage (kV) 26.91 26.70 26.78 
β feeding voltage (kV) 26.93 26.89 26.91 
 

The average values of the power factor in 24 h are 
shown in Table 4. The power factor in most of the HSR TSSs 

is in range of 0.96 ~ 1, as the PWM converters are used in 
electric multiple units (EMUs). 
 
Table 4 Power factor (PF) of the feeding section 

 TSS1 TSS2 TSS3 
α feeding PF 0.97 0.96 0.98 
β feeding PF 0.96 0.98 0.97 

 
The model consists of a background negative 

sequence voltage (NSV) vector when the test system is only 
connected to general unbalanced loads L1 and L2, and is 
shown in Fig. 9 by using the technique proposed by Sun et al. 
[13] and in section 3. 

In Fig. 9(a), loads L1 (푈 ) is the main contributors for 
bus 1 (푈 ), and bus 2 (푘 : 푈 ) make a positive contribution 
to reduce the VUF at bus 1; in Fig. 9(b), The NSV at bus 2 
(푈 ) is the accumulated result from buses 1 (푘 : 푈 ) and 3 
(푘 : 푈 ); in Fig. 9(c), load L2 (푈 ) is the main contributors 
for bus 3 (푈 ), and bus 2 ( 푘 : 푈 ) make a positive 
contribution to reduce the VUF at bus 3. Hence, to avoid 
degenerating the VUF of the power grid, the HSR grid 
connection scheme at bus 2 must be different from another 
bus. It should be noticed that the VU propagated between bus 
1 and bus 3 (e.g. 푘 : 푈 , 푘 : 푈 ) is very weak because the 
mutual implement is bigger than that of the other bus. 

2:1 2k U 

3:1 3k U 

1LU 

1U 
3:2 3k U 

1:2 1k U 

2U 

3U 

2LU 

1:3 1k U 

2:3 2k U 

 
Fig. 9. Resultant influence of the interaction of all 
unbalanced sources. (a) bus 1,(b) bus 2 and (c) bus 3 (drawn 
approximately to a scale) 

According to the discussion above, three reasonable 
grid connection schemes have been designed. As shown in 
Table 5, the traction transformer type for case 1 adopts the 
V/v transformer, which it is adopted wildly in Chinese HSRs; 
the Scott traction transformer has been used in Japan, Korea 
and etc, thus it is arranged to different position for case 2 and 
case 3. 
 
Table 5 Grid connection scheme: traction transformer type 

 TSS1 TSS2 TSS3 
Case 1 V/v V/v V/v 
Case 2 Scott V/v V/v 
Case 3 V/v V/v Scott 

 
The EPC scheme is shown in Table 6 and the values 

for the traction transformer phase angle is list in Appendix A. 
To reduce the quantity of electrical separation, the phase 
sequence for two adjacent feeding sections should stay in step. 
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Table 6 Grid connection scheme: EPC scheme 
 TSS1 TSS2 TSS3 
Case 1 CA/BA BA/BC BC/AC 
Case 2 C/BA BA/BC BC/AC 
Case 3 CA/BA BA/BC BC/A 

 
6.1.2 VU limit pre-assessment: Fig. 10 shows the apparent 
power components of the TSS in each case; positive apparent 
power is similar in each case, and unbalanced apparent power 
is different for different grid connection schemes. This result 
reflects the relationship between apparent power and grid 
connection scheme; further, the correctness of the model 
established in sections 2 and 3 is verified. 

 
Fig. 10. Components of apparent power 

And then, when the bus planning level (푈 : ) is set to  
2%, the total available apparent power of the entire system 
(푆 : ), the apparent power of customer (푆 : ), the allocated 
coefficient (푘 ) and CELs (퐸 : ) are calculated, and they are 
listed in Table 7. It can be easily found that the apparent 
power of customer installation larger, the CEL higher. For 
example, the CEL of TSS3 is larger than L2 in case 1, but in 
case3, the result is opposite, which means the pre-assessment 
process is based strictly on load capacity rather than on load 
type. On the other hand, the CELs for TSS2 in each case are 
different, although the grid connection schemes are same, it 
reflects that the CELs are not only related to the load capacity, 
but also related to the power grid environment. 
 
Table 7 Calculation detail of CEL 

 Bus 
x 

푆 :  
(MVA) 

Load 
j 

푆 :  
(MVA) 푘  퐸 :  

(%) 

Case 
1 

1 179.45 TSS1 97.72 

0.0449 

1.18 
L1 68.27 0.92 

2 203.25 TSS2 92.17 1.13 

3 191.87 TSS3 88.59 1.11 
L2 50.56 0.74 

Case 
2 

1 157.63 TSS1 76.06 

0.0463 

1.02 
L1 68.27 0.94 

2 194.78 TSS2 90.92 1.16 

3 191.33 TSS3 89.21 1.14 
L2 50.56 0.76 

1 178.23 TSS1 96.71 0.0467 1.22 

Case 
3 

L1 68.27 0.95 
2 192.45 TSS2 91.74 1.18 

3 166.10 TSS3 63.08 0.90 
L2 50.56 0.77 

 
Further, the allocated VU limit and simulated 

prospective VUF are compared in Fig. 11. As seen from Fig. 
11, the prospective VUF for both cases 1 and 3 exceeds the 
allocated limit, thus there is a need to adopt some method to 
meet the limit. In case 2, the prospective VUF for TSS1 is 
lower than the VU limit, which means TSS1 passes the VU 
limit pre-assessment. 

 
Fig. 11. Results of pre-assessment 

Fig. 12 compares the background VUF and 
prospective VUF of the TSS, and conclusions drawn from it. 
(1) Comparing with the background VUF and case 2, for 
example, the background VUF of the bus1 is equal to 1.63%, 
however, it has been cut down to 0.97% in the case 2. A 
reasonably designed TPSS grid connection scheme can 
effectively reduce the impact on the power system. (2) 
Comparing the cases 1 and 2, such as the VUF of the bus 1 is 
1.99% for case 1, and it is equal to 0.97% for case 2. Installing 
a V/v traction transformer for each TSS is not the best 
solution to lessen the VUF. (3) Comparing the cases 2 and 3, 
such as the VUF of the bus 3 is 1.25% for case 2, and it has 
arrival to 1.68% for case 3. Installing a reasonably balanced 
traction transformer such as a Scott transformer at a special 
bus can provide good performance and even reduce VUF. 

 
Fig. 12. Compared results of background VUF and 
prospective VUF of a TSS 

6.1.3 HSR grid connection scheme optimization: Table 8 
shows the unbalanced apparent power (푆 ), the capacity of 
compensator (푆 ) and the negative sequence capacity (푆 ) 
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for each case; the calculation process is given in Fig. 7. It can 
be found that the 푆  of TSS1 is zero in case2, this result 
keep consistent with Fig. 11. Therefore, the correctness of the 
improved VU limit pre-assessment process is verified via two 
different calculation methods.  
 
Table 8 Computational details 

 Load 
j 

푆  
(MVA) 

푆  
(MVA) 

푆  
(MVA) 

Case 1 
TSS1 32.32 23.71 8.61 
TSS2 31.65 22.73 8.91 
TSS3 29.46 22.10 7.36 

Case 2 
TSS1 10.73 20.43 0 
TSS2 30.86 23.21 7.64 
TSS3 29.56 22.90 6.66 

Case 3 
TSS1 31.87 24.47 7.41 
TSS2 31.06 23.56 7.50 
TSS3 3.27 18.03 0 

 
The accumulated compensator capacity of the three 

TSSs is shown in Fig. 13. Case 2 is the best HSR grid 
connection scheme for this test system: not only is the sum of 
the capacity of the three TSSs minimized, but it could also 
lessen the excited VUF. 

 
Fig. 13. Accumulated compensator capacity of the three TSSs 

 
6.2 Uncertainty analysis for traction loads 

 
The load uncertainty is also a major characteristic of traction 
load. Fig. 14 present the currents of α and β phases, and the 
maximal values for current and their corresponding voltage 
are shown in Table 9. The 95% probability values of the α 
phase is 658A, but the instantaneous current has arrived to 
2663.6A, the wide current distributions is becoming an 
import factor that affects the VU distribution of power system. 
Therefore, the load uncertainty must be considered when 
implementing the VU limit pre-assessment.  

Actually, the maximal values and 95% probability 
values are wildly used in power quality assessment, in which 
can portray the characteristic for load uncertainty. The power 
system operators have considered the load uncertainty when 
formulating the VU standards: the GB/T 15543 [18] set that 
the VUF of bus shall not exceed 4% between 3s and 60s 
during load power in a maximum state.  

 
Fig. 14. Currents of α and β phases during 24 h. (a) α phase 
and  (b) β phase 

 
Table 9 Current and voltage of the feeding section 

 TSS1 TSS2 TSS3 
α feeding current 

(A) 2663.6 2683.7 2624.9 

β feeding current 
(A) 2440.2 2613.4 2583.8 

α feeding voltage 
(kV) 26.69 26.53 26.94 

β feeding voltage 
(kV) 27.06 26.28 27.21 

 
The test system is given in Fig. 8, adopting with the 

same calculation approach, and the bus planning level (푈 : ) 
is set to 4%. The apparent power of customer installation 
(푆 : )	 and CEL (퐸 : ) for each TSS is shown in Fig. 15, it can 
be easily find that the CELs are associated with the load 
capacity and network environment: the 푆 :  larger, the CEL 
higher, the TSS2 is also given to a different CEL value under 
the same grid connection scheme at same time. As a result, 
when traction load under the maximum traction condition, 
pre-assessment process is effective. 

 
Fig. 15. Comparison of  푺풙:풋 and 푬풙:풋 for each TSS 

Table 10 shows the accumulated compensator 
capacity of the three TSSs. The result is consistent with the 
section 6.1: Case 2 is the best HSR grid connection scheme 
for this test system.  
 
Table 10 Accumulated compensator capacity  

 Case1 Case 2 Case 3 
Total capacity (MVA) 83.8 56.36 58.97 
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6.3 Analysis of IEEE 14-bus system 
 
To verify the generality of the pre-assessment process, an 
IEEE 14-bus test system is established as shown in Fig. 16. 
The voltage level of test system is 220kV/50Hz (see Appendix 
C), and the test system is assumed to supply three-phase 
symmetrical source and constant power load [10]; Three 
TSSs are connected to buses 2, 11 and 14, respectively, and 
the data for traction load is given in Tables 3 and 4. 

 
Fig. 16. IEEE 14-bus test system 

Assuming all the traction transformer type adopt the 
V/v transformer, and the EPC scheme is shown in Table 11. 
The EPC technique is not used in the case 1, the number of 
EPC for the case 2 and case 3 are one, and the number of EPC 
for the case 4 is two, it means all the TSSs adopt the EPC 
technique. 
 
Table 11 Grid connection scheme: EPC scheme 

 TSS1 TSS2 TSS3 Num. 
Case 1 CA/BA CA/BA CA/BA 0 
Case 2 CA/BA CA/BA BA/BC 1 
Case 3 CA/BA BA/BC BA/BC 1 
Case 4 CA/BA BA/BC BC/AC 2 

 
As shown in Fig. 17, comparison of case 1 and case 4, 

for example, the CEL for TSS3 is 1.26 and 1.19, respectively.  
It can be drawn a conclusion that the number of EPC 
influence the CEL when carrying out the pre-assessment 
process, meanwhile the VU pre-assessment process is valid 
when applying to a complex test system. 

On the other way, a special phenomenon should be 
noted, take a TSS 3 as an example, although the number of 
EPC for the case 2 and case 3 are one, the VUF is distinct: the 
VUF for case 3 is approximate to case 1, and the case 2 is 
approximate to case 4. As a conclusion, comparison of case 1 
and case 4, adopting the the EPC technique is effective that 
reduce the influence of TPSS on VUF for a power system; 
comparison of case 2 and case 4, the number of EPC has an 
apparent impact on VUF, it is interesting that discussing the 
number of EPC when optimize a grid connection scheme. 

 
Fig. 17. Results of pre-assessment.  

In order to illustrate above special phenomenon，
based on a presented uniform VU propagation model in 
section 3, the model consists of a NSV vector is shown in Fig. 
18. 

 
3TSSU 

13:14 13k U 

9:14 9k U 

14U 

11U 

2TSSU 

6:11 6k U 

10:11 10k U 

3TSSU 

13:14 13k U 

9:14 9k U 

14U 

11U 

2TSSU 

6:11 6k U 

10:11 10k U 

 
Fig. 18. Resultant influence of the interaction of all 
unbalanced sources. (a) and (c) represents the case2, (b) and 
(d) represents the case 3 (drawn approximately to a scale) 

In Fig.18, the NSV vectors 푈  and 푈  are aroused 
mainly by TSS2, and 푈  and 푈  are aroused mainly by 
TSS3. In case 2, the varying NSV vectors offsets some part 
of impact on VUF, as shown in Fig. 17 (a) and (c); but the 
NSV vectors aggravates the impact on VUF in case 3, as 
shown in Fig. 17 (b) and (d).  

7. Conclusion 
In this paper, an improved VU limit pre-assessment 

process for HSR considering the grid connection scheme is 
proposed. The grid connection scheme is a vital part of TPSS 
design that obviously affects the VUF of power systems. 

A uniform mathematical model of VU propagation 
considers the influence of the grid connection scheme that has 
been established, based on influence coefficients. This work 
reveals the impact of multiple grid connection schemes on the 
VU propagation behaviour of a three-phase grid. 
Subsequently, an improved VU limit pre-assessment process 
in terms of the grid connection scheme and power grid 
structure has been proposed; the relationship between grid 
connection scheme and VU limit has been established, at the 
same time meeting the requirements of IEC/TR 61000-3-13. 
Furthermore, summarizing the latest compensation technique 
for the TPSS, an unbalanced compensation calculation has 
been presented, and an optimal design for a grid connection 
scheme has been presented by minimizing accumulated 
compensator capacity as a target. Under the traction power in 
the maximal level and 95% probability level condition, 
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respectively, the correctness of the proposed VU limit pre-
assessment process for HSR and the validity of the HSR grid 
connection scheme optimization process is verified. 
Furthermore, the generality of the proposed VU limit pre-
assessment process is proved via an IEEE 14-bus test system. 

For an actual railway system, the apparent power for 
each TSS cannot reach the maximum value at same time, as 
the high-speed train is dynamic. To fully use the ability of the 
system to regulate the VU level, it is worth discussing the 
simultaneity of maximum power between different TSSs in 
the future. 
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10. Appendices 
Appendix A 

For the V/v traction transformer, 훹 = 훹 +
120°,퐾 = 퐾 = 푘 , the current transformation matrix M 
and voltage transformation matrix N is shown as:  
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The inverse matrix is shown as: 
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For the Scott traction transformer, 훹 = 훹 ±
90°,퐾 = 퐾 = 푘 , the current transformation matrix M and 
voltage transformation matrix N is shown as: 
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The inverse matrix is shown as: 
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(29) 

Table 12 gives the values for the traction transformer 
phase angle.  
 
Table 12 

휓  Value 휓  Value 
휓  0° 휓  90° 
휓  −120° 휓  270° 
휓  120° 휓  330° 
휓  30° 휓  150° 
휓  210°   

 
Appendix B 

 Port transformation matrix 
The equation (1) can be expressed as: 
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Thus, the relationship of the current on the grid and 
traction sides is expressed as (3). 
 Equivalent model of a TSS 

The relationship between the grid side and traction 
side current of a traction transformer is given in equation (26): 

abcI CI                                      (26) 

where 퐼̇ 	is the current matrix for the feeding section, which 
can be expressed as: 
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where 휑  and 휑  are the power factors of α and β feeding 
sections, respectively. 

The relationship between the grid side and traction 
side voltage of a traction transformer is given in equation (28): 
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Alternatively, the voltage matrix of the feeding section 
푈̇  can be expressed as: 
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Appendix C 
 3-bus test system 

Table 13gives the basic parameters for the upstream 
system. 
 
Table 13 

푈̇  (kV) 푓 (Hz) 푆  (MVA) 
220 ∠ 0° 50 2000 

 
Table 14 gives the approximate line lengths of test 

system. 
 
Table 14 

From bus To bus Approximate length of the line (km) 
1 2 20 
1 3 20 
2 3 53 

 
Table 15 gives the three-phase active and reactive 

power for each general load at the bus. 
 
Table 15 

 푃  
(MW) 

푃  
(MW) 

푃  
(MW) 

푄 = 푄 = 푄  
(MVar) 

L1 18.3 1 22.3 2.37 
L2 15.3 15.3 2.38 5 

 
The impedance matrix of the transposed line (Ω/km): 

0.2192 0.7313 0.04622 0.3317 0.04622 0.2882
0.04622 0.3317 0.2192 0.7313 0.04622 0.3317
0.04622 0.2882 0.04622 0.3317 0.2192 0.7313

j j j
j j j
j j j

   
    
    

 

 IEEE 14-bus test system 
 

The impedance matrix of the transposed line (Ω/km): 

0.2952 0.7423 0.04622 0.2882 0.04620 0.2448
0.04622 0.2882 0.2952 0.7423 0.04622 0.2882
0.04620 0.2448 0.04622 0.2882 0.2952 0.7423

j j j
j j j
j j j

   
    
    

 


