Efficient management of demand in a power distribution system with smart meter data
Khan, Zafar; Jayaweera, Dilan

DOI:
10.1109/PTC.2019.8810908

License:
Other (please specify with Rights Statement)

Document Version
Peer reviewed version

Citation for published version (Harvard):

Link to publication on Research at Birmingham portal

Published Rights Statement:
Checked for eligibility: 13/09/2019

© 2019 IEEE. Personal use of this material is permitted. Permission from IEEE must be obtained for all other uses, in any current or future media, including reprinting/republishing this material for advertising or promotional purposes, creating new collective works, for resale or redistribution to servers or lists, or reuse of any copyrighted component of this work in other works.

doi: 10.1109/PTC.2019.8810908

General rights
Unless a licence is specified above, all rights (including copyright and moral rights) in this document are retained by the authors and/or the copyright holders. The express permission of the copyright holder must be obtained for any use of this material other than for purposes permitted by law.

• Users may freely distribute the URL that is used to identify this publication.
• Users may download and/or print one copy of the publication from the University of Birmingham research portal for the purpose of private study or non-commercial research.
• Users may use extracts from the document in line with the concept of ‘fair dealing’ under the Copyright, Designs and Patents Act 1988 (?)
• Users may not further distribute the material nor use it for the purposes of commercial gain.

Where a licence is displayed above, please note the terms and conditions of the licence govern your use of this document.

When citing, please reference the published version.

Take down policy
While the University of Birmingham exercises care and attention in making items available there are rare occasions when an item has been uploaded in error or has been deemed to be commercially or otherwise sensitive.

If you believe that this is the case for this document, please contact UBIRA@lists.bham.ac.uk providing details and we will remove access to the work immediately and investigate.
Abstract—Smart power distribution systems require adopting smart approaches for the maximization of benefits. This paper presents a novel approach for demand side management (DSM) in a power distribution system by incorporating smart meter data. The approach is aimed at savings maximization by minimizing the energy consumption cost of electricity consumers. The core of the approach consists of data clustering in order to forecast demand for the benefit of DSM decisions by incorporating alternate profiles through extended k-means algorithm, Taylor series linearization and particle swarm optimization. Two cases including integration of PV generation are simulated using the Irish data of more than 5000 smart meters considering different demand flexibility levels in different Scenarios. PV profiles are generated using historical weather data. In both cases, the results demonstrate that the proposed DSM approach is more beneficial than conventional DSM approach. The paper argues that inherent non-linearity of raw profiles, is likely to provide suboptimal DSM solutions against electricity consumer cost savings, however the uniformity and smoothness of reshaped alternate profiles are more likely to provide optimal DSM solutions, providing electricity consumers a true benefit for their participation in the DSM process.

Keywords—demand side management, load forecasting, load profiling, smart meter data

I. INTRODUCTION

Demand side management (DSM) is one of the smart techniques that enable smart grids to achieve their intended functionality [1]. A great deal of benefit in terms of reduction of peak of load and reshaping the electricity demand can be achieved by managing the energy demand at consumers end [2]. Efficient DSM can potentially optimize the utilization of existing infrastructure which can help in delaying construction of infrastructure for generation, transmission or distribution networks [3].

Underlying principle behind the implementation of DSM within the context of smart grids is to improve the efficiency, security, reliability and sustainability of the system by enabling the renewable energy sources (RES) integration into the system while utilizing the maximum capacity of the existing infrastructure [3, 4]. Literature shows that the primary objective of the DSM is to reduce system peak load and operational cost [3]. Due to its effectiveness, load shifting [5] is most commonly used and widely applied load management technique in current distribution networks [3]. This technique shifts the load from peak hours to off-peak hours by benefitting from the time independence of the load. Implementation of such a technique requires prior knowledge about the expected load profile of the consumer and sophisticated coordination between the electricity consumer and utility.

DSM can potentially benefit the entire smart grid, but the benefits are more apparent at the distribution network level [3]. Although the latent demand flexibility at the consumer end can be exploited using DSM, for a distribution network with thousands of consumers, managing the demand at the individual consumer level is a challenging task. Alternatively, aggregation of load at the substation level can potentially blind the operator from the load variations at a lower level. Thus, the demand flexibility at individual consumer level should be exploited using smart meter data. However, size of smart meter data, high dimensionality and heterogeneity of the load profiles [6] poses great computational challenges to the application of DSM at the electricity consumer level.

The size and heterogeneity of the profiles can be managed using appropriate computational techniques like data mining algorithms. Data clustering is one such technique which tends to construct clusters with characteristics such that the profiles within the same clusters are relatively similar and profiles of different clusters are relatively different [6]. Many clustering techniques have been used in the literature for clustering the smart meter data, and k-means clustering algorithm [7] is one of the most commonly used clustering algorithm. Different variations of the k-means clustering have also been reported in literature including fuzzy c-means [8], x-means clustering [9] etc. However, authors of [6] are of the view that the number of partitions/clusters is governed by the local criterion of similarity. This essentially refers to the fact that type of the data and different data features such as load patterns, determine the number of clusters which can then be used to generate representative profiles.

Clustering load profiles reduces the number of individual load profiles, however, the high dimensionality and non-linear nature of energy consumption patterns undermines implementation of linear optimization techniques for DSM. At the same time load is stochastic and depends on a multitude of external factors. The non-linear interaction of the load with these factors adds to the complexity in load forecasting which is a pre-requisite for effective implementation of DSM [10, 11].

This paper presents an innovative DSM approach that can be employed in the future smart grids. The approach uses smart meter data for extended k-means clustering and profiling to develop alternate profiles. The alternate profiles transpose the N-dimensional non-linear functions into a concatenation of continuous differentiable linear functions. These profiles are incorporated to generate load forecast and DSM application. The effect of prosumer has also been studied by considering 10% penetration of solar PV generation. The contribution of the approach originates from the combination of the extended k-mean clustering, alternate profiling for use in forecasting, cluster selection index and DSM application at cluster level.
II. METHODOLOGY

The methodology for the DSM approach consists of multiple stages including data clustering, alternate load profiling [12], load forecasting, cluster selection and load shifting by DSM. A special consideration has been given to integration of renewable energy source i.e. solar photovoltaic (PV) by incorporating the PV capacity of 10% of individual clusters. The procedure adopted for all stages is detailed below.

A. Smart meter data clustering

As the number of consumers increases, the amount of data generated by smart meters tends to increase exponentially. The size of the data is a major hurdle in effective utilization of the smart meter data. The big data of smart meters requires machine learning algorithms and data mining techniques to extract the hidden knowledge and find patterns in the data which can be useful for system studies at different hierarchical level of the power system [10]. Data clustering is an unsupervised learning technique, which can potentially group smart meter consumers with similar consumption patterns [10]. There are many clustering algorithms which are used for clustering the smart meter data, however, k-means clustering is one of the most widely used clustering algorithm due to its simplest principle and fast convergence speed [13].

A modified form of k-means clustering, namely extended k-means clustering, is proposed in our early research [12], which is used in the study of this paper. The detailed steps of the algorithm are given in Table I [12].

The first stopping criterion of the extended k-means clustering algorithm pertains to a minimum number of consumers in the cluster and second criterion refers to the reduction in intra-cluster pattern similarity. The extended k-means clustering produces distinctive clusters with high intra-cluster pattern similarity. The resultant clusters are then used for the extraction of load profiles for development of alternate profiles.

B. Alternate load profiling

The final clusters are used to extract a representative profile for each cluster. The resulting raw profiles are often considered as the final representative profiles for the cluster. However, to develop the alternate profiles, the raw profiles are smoothed and then systematically linearized around the energy threshold points using Taylor series linearization process [12]. The alternate linearized profiles are optimized to enhance accuracy of representation by incorporating weighting factors for each individual pattern (linear pattern) in the profiles. These weighting factors are determined using particle swarm optimization with an objective function to minimize the difference of energy, between raw and alternate profiles, consumed during the interval of each pattern. Thus, N-dimensional raw profiles are linearized into concatenation of linear functions. The detailed process of linearization is given in Fig. 1 [12].

C. Load forecasting

The smart meter data provides an opportunity to forecast the load at different hierarchical system levels, however, the smaller the system, the more the uncertainty which is challenging. This has a direct impact on forecasting and alternate profiles can benefit the forecasting process by increasing the forecast accuracy and processing speed.

Artificial neural networks (ANNs) are commonly used in modern research for load forecasting [14]. The neural network architecture is set as feed-forward neural network with 4 layers and each consisting of 6 neurons. The prediction variables used in this study include temperature as the weather variable and hour of the day as calendar variable. Finally, the load variables included 24 hours lagged load, load at same hour from the previous week and average load

<table>
<thead>
<tr>
<th>TABLE I</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>ALGORITHM: EXTENDED K-MEANS CLUSTERING</strong></td>
</tr>
<tr>
<td>1: Let k=2. Initialize the k-means clustering with 2 clusters</td>
</tr>
<tr>
<td>2: Check stopping criterion 1 for cluster of child node 1</td>
</tr>
<tr>
<td>3: If stopping criterion 1 is true, save the cluster as output cluster and break the cluster out of loop</td>
</tr>
<tr>
<td>4: If false, check stopping criterion 2</td>
</tr>
<tr>
<td>5: If stopping criterion 2 is true, save the node of cluster which resulted in cluster satisfying criterion 2 as output cluster and break the cluster out of loop</td>
</tr>
<tr>
<td>6: If false, go to step 7</td>
</tr>
<tr>
<td>7: Repeat steps 2-5 on remaining cluster child node clusters</td>
</tr>
<tr>
<td>8: If stopping criteria 1 &amp; 2 are false, apply k-means clustering with k=2 on all the child nodes/clusters where the stopping criteria 1 &amp; 2 are false</td>
</tr>
<tr>
<td>9: Repeat the steps 2-5 on all nodes of child clusters</td>
</tr>
<tr>
<td>10: Repeat the steps 2-8 at each stage until criteria 1 &amp; 2 are true for all clusters</td>
</tr>
<tr>
<td>11: Save all the output clusters as final clusters</td>
</tr>
</tbody>
</table>
of previous 24 hours. The same architecture and variable were used to forecast for both raw and alternate profiles. Training data used for both raw and alternate profiles is half hourly energy consumption records of 504 days and the forecast was generated for the next 168 hours.

An important aspect of the forecast accuracy using a neural network is determining the correct learning rate. The convergence of solution is highly dependent on learning rate [15] and this necessitates a suitable learning rate for good forecast results. The best learning rate for raw and alternate profile may vary as the data functions vary significantly from each other. To address this issue, a dynamic algorithm is created which starts training the network for each raw and alternate profile with initial learning rate of 0.01 and increment of 0.01 up till 1. The algorithm selects the learning rate which gives minimum forecasting error. The dynamic selection of learning rate enables higher forecasting accuracy as each profile has optimum accuracy at different learning rate. Thus, neural network parameters are fine tuned for each profile to generate the best results.

D. Demand side management (DSM)

DSM most commonly serves the purposes of peak clipping, valley filling, load shifting, load growth, load conservation or to make the load shape flexible [1]. As discussed in the introduction, load shifting is the most commonly used DSM technique, particularly with development of smart loads, the deferrable loads can automatically respond to the utility signals. Therefore, this study incorporated load shifting with different levels of demand flexibility ranging from 10% to 90%. This helps in quantifying the impact of consumer participation on the objective function. A comparison has been made between cost saving by DSM application for raw forecasted profile and alternate forecasted profile both with and without PV.

An important aspect in DSM application at distribution system level using the smart meter data is selection of the appropriate consumers. The appositeness of the consumers is decided by the cluster load profiles and it should be such that causes minimum disruption to the consumers and avoids customer fatigue.

Thus, the objective of cluster selection should enable DSM to achieve maximum cost savings with minimum consumer disruption. To achieve this, an algorithm (Fig. 2) is developed which selects the clusters based on an index considering per consumer energy density in each cluster during the peak load hours in combination with the forecast error. The clusters with the highest index are selected first for DSM. Before selection of the clusters, total system load is quantified using the summation of all cluster loads. The peak hours are identified from the system load curve. In this study, the periods with load beyond 85% of the maximum system load are considered peak hours. The peak is result of combined load by all clusters as given in (1);

$$EP_T = \sum_{i=1}^{k} EPC_i$$

Where, \(EP_T\) represents the total energy consumed by the system during peak hours and \(EPC_i\) represents the energy consumed by cluster ‘i’ during peak hours. Average energy consumed by each member of cluster ‘k’ quantified as in (2);

$$EC_k = EPC_k/N_k$$

\(EC_k\) represents the average energy consumed by members of cluster ‘k’ during peak hours. \(N_k\) is number of consumer in cluster ‘k’. Finally, the selection index ‘S’ is calculated using (3);

$$S = EC_k + EC_k \ast (MAPE / 100)$$

The cluster selection index ‘S’ incorporates the impact of the mean absolute percentage error (MAPE) by adding the energy difference due to the MAPE. The MAPE is taken from the available historic forecast error of each cluster. The index S helps in selection of clusters with low number of consumers and in turn provides the utility an opportunity to identify the target group of consumers for DSM participation.

Clusters are selected using the selection index starting with the single cluster which carries the highest value of ‘S’.

![Smart DSM Algorithm Diagram](image)

Fig. 2. Smart DSM algorithm

**Notes:**

1. \(EP_T\) represents the total energy consumed by the system during peak hours.
2. \(EPC_i\) represents the energy consumed by cluster ‘i’ during peak hours.
3. \(EC_k\) represents the average energy consumed by members of cluster ‘k’.
4. \(N_k\) is the number of consumers in cluster ‘k’.
5. \(MAPE\) is the mean absolute percentage error.
6. \(S\) is the selection index.
is added to selection. At each point, the selection is checked to be a minimum of 20% of the system load so that when applying the demand flexibility, a minimum of two percent impact on the system load can be achieved i.e. with 10% demand flexibility. Once the selection is finalized, the selected clusters are utilized for DSM.

The objective of DSM application in this study is to acquire maximum saving for the consumer by minimizing the energy consumption during peak hours when the electricity prices are higher as compared to off-peak hours. The DSM optimization problem is solved using linear programming. The optimization problem can be mathematically formulated as in (4);

\[
\text{minimize } \sum_{i=1}^{k} (G_i) \tag{4}
\]

Where, \(C_i\) is the cost of energy consumed at time \(i\) and is defined in (5);

\[
C_i = L_i \times P_i \tag{5}
\]

\(L_i\) is the load forecasted as in kWh and \(P_i\) gives the price of energy at the time \(i\) and is given in pence/kWh. To ensure that the energy before and after optimization remains the same, an equality constraint is introduced (6);

\[
\sum_{i=1}^{k} ER_i = \sum_{i=1}^{k} ED_i \tag{6}
\]

Where \(ER\) represents the real energy consumed and \(ED\) gives energy after the demand side energy management. Two Scenarios are considered for the upper bound of the optimization variable. In the first Scenario, the upper bound is set to equal peak value of the cluster, whereas in the second case peak shaving of 5% is considered.

Impact of solar PV integration at cluster level has also been analysed by incorporating 10% PV penetration in each cluster. However, this is considered as a data pre-processing element by using simulated PV profiles to reduce the system load as per PV generation during the day.

III. NUMERICAL APPLICATION AND RESULTS

For the case study, smart meter data for more than 5000 homes and businesses from Ireland [16] with 30 minutes data resolution is used for clustering. The clusters are used to extract the alternate profiles which are used to forecast load for the next one week (168 hours) in half hour intervals. Fig. 3 shows raw and alternate profiles of a cluster to demonstrate the difference between the two profiles.

The linearization process is applied to both PV and load profiles to create alternate load and generation profiles. For incorporation of the PV profile into the load profile, the simulated PV profile is normalized between 0 and 1 and multiplied with 10% of the average cluster load before subtracting it from the cluster load. These profiles are used for short term load forecast.

A comparison of forecast accuracy for raw and alternate profiles with and without PV integration is carried out. It can be clearly seen from Fig. 4 that the alternate profiles demonstrate better forecasting accuracy than the raw profiles. The MAPE with and without PV does not vary significantly in majority of the clusters because the overall reduction due to PV in the entire distribution system load is nearly 2% of the total distribution system energy during the day. An increase in the PV capacity can potentially have a higher impact on the forecast accuracy.

Two DSM cases are simulated with each case considering two DSM Scenarios for raw and alternate profiles. The price of electricity to determine the cost of total energy consumed is considered dynamic with Time-of-Use Tariff i.e. higher rates for peak hours and lowers for off peak hours. The clusters selected for DSM application are 10 clusters having 5% consumers and 28% load and 15 clusters having 10% population and 32% load. High number of cluster selection was used to produce distinct solutions to differentiate between the two approaches i.e. DSM using raw profiles and alternate profiles. The cases are briefly discussed below.

A. CASE I

In the first case, the smart meter data is considered for load forecasting and then DSM application. PV generation is not considered. Two different Scenarios are simulated for case 1 and both Scenario compare the results of DSM application using raw and alternate profiles. The Scenarios and results are given in the following:

1. Scenario I

In the first Scenario, the objective function is set to minimize the cost of energy consumption to maximize the
savings of electricity consumers. The constraints include an equality constraint to ensure that the total energy consumption over the day should remain constant. The upper limit of the objective profile is set as the maximum value of load in the cluster profile. This limits the maximum value of load and limits the load to the existing peak.

Scenario I is simulated using the raw and alternate forecasted profiles to compare their efficacy. Fig. 5a shows cost saving for raw and alternate profiles in Scenario I. It is clear from the Fig. 5a that except 90% demand flexibility, the alternate profiles propose higher cost saving. Impact of level of selected clusters load on the DSM for raw and alternate profiles is proportional and overall dominance of alternate profiles stays unchanged.

Despite optimum cost saving for consumers, the utility can face another peak which can be higher than previous peaks, however this can be handled by coordination between the different clusters or by choosing the right level of demand flexibility as secondary load control.

2. Scenario II

Scenario II considers load shifting with peak shaving of 5%. As the upper bound is reduced to 95%, the freedom for the optimization variable to find global optima reduces thus overall cost savings using peak shaving reduces as compared to Scenario I. The alternate profiles once again provide higher cost saving solution as compared to the raw profiles. Fig. 5b shows the cost saving for raw and alternate profile for Scenario II.

B. CASE II

Case II simulates the DSM application on the load profiles which have already incorporated PV generation of 10%. Raw profiles incorporated raw PV profiles while the alternate profiles were incorporated with alternate PV profiles (linearized generation profiles). Two Scenarios (as in Case I) are considered to simulate DSM for PV integrated loads. The same clusters are selected by the cluster selection algorithm as in Case I. The selected clusters are used for DSM application and two Scenarios considered for DSM are described below;

1. Scenario I

Scenario I in case II considers similar conditions as in Scenario I of case I. As described above, all clusters are already incorporated with PV generation. The results given in Fig. 6a show that there is a significant improvement in the cost saving for alternate profiles and only slight improvement in savings with raw profiles. The intermittency of the PV increases the non-linearity of the raw profile and consequently the solution provided by linear programming is not optimum as compared to the alternate profiles where the profiles were more convex resulting in a better solution.

2. Scenario II

Scenario II considers the raw and alternate profiles with 10% PV penetration for load shifting with 5% peak shaving. From Fig. 6b it is evident that for Scenario II, the cost savings face a slight reduction as compared to case I. However, interestingly in this Scenario, even 10 clusters of raw profiles showed higher savings as compared to the 15 raw clusters DSM. This relates to non-linearity of the higher level of load for raw profiles as the intermittent PV profiles were non-linear and they added to the non-linearity of the existing profile. Whereas, the alternate generation (PV) profiles were incorporated in alternate profiles thus the convexity of the alternate profiles was maintained.

A comparative analysis of both cases suggests that alternate profiling method produces better DSM optimization solutions with higher cost savings as compared to raw profiling method. The savings increase with increase in the load for DSM as the flexibility to find the optimum solution increases.

An overview of the results for both cases shows that higher demand flexibility results in higher cost savings. Although the second Scenario of peak shaving tries to control occurrence of second peak, the combination of different cluster loads can potentially create another peak.
This can be controlled by using different levels of demand flexibility of the clusters. It has been observed that the peak of load starts to rise after 25% demand flexibility. Therefore, the threshold of demand flexibility should be 25% to ensure a smoother system profile with reduced risk of rebound. The results also show that the alternate profiles provide relatively better DSM solution at lower demand flexibility as compared to the traditional DSM approach which uses raw profiles. This is primarily due to the inherent non-linearity of the raw cluster profiles leading to sub optimal solutions. The non-linearity leads to highly non-convex behaviour of the raw profiles and linear optimization techniques do not necessarily provide the optimal solutions for such profiles.

It is important to see the impact of DSM optimization at individual cluster level to the reshaped system profile. The reshaped profile in Fig. 7 (scenario I, Case II) signifies the benefit of linearity of alternate profiles. The system profiles shown in the Fig. 7 demonstrate relatively smoother and uniform reshaped system profile for alternate profile as compared to the raw profile. Due to the limitation of demand flexibility, the overall growth or reduction in the cluster load for the cases of raw profiles tends to be non-linear and consequently non-linear reshaped profiles. The alternate profiles produce linear boundaries for optimization problem with linear constraints resulting in optimal solution. The solution provided using raw cluster profiles does not provide a uniform load growth and reduction of load which is eminent in the alternate profiles.

With the evolution of new technologies, modelling energy consumption at every node is highly intricate and challenging process. This is particularly eminent in applications where the non-linear functions are required to be processed using linear techniques. The paper has presented a smart approach for DSM where load profiles of smart meter consumers are clustered and the N-dimensional non-linear data functions are systematically linearized to concatenation of linear profiles which are used for DSM optimization. The convexity of data functions has been tested for DSM optimization and results have validated the applicability and effectiveness of the approach with case studies.

IV. CONCLUSION

Demand side management has the potential to provide benefits at the power distribution level. An innovative approach for DSM application at the power distribution system level is proposed in this paper by incorporating smart meter data. The approach used extended k-mean clustering and linear programming for DSM application by incorporating alternate profiles to enhance the convexity of non-linear profiles.

The results using the proposed approach show significant increase in monetary benefits at lower demand flexibility levels as compared to the conventional approach. The paper also argues that proposed DSM approach provides true benefits for the electricity consumers for their participation in the DSM process.

ACKNOWLEDGMENT

This work is supported by the University of Birmingham, United Kingdom (U.K.) and Mirpur University of Science and Technology (MUST), Mirpur (AJK) Pakistan.

REFERENCES